6”

three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot
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one eighth inch = one foot
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ELECTRIC

CODED NOTES:

|
T: 6TH FLOOR ROOF (N) | ELEVATOR MACHINE ROO i [

PROVIDE 1-—1/2" THICK FIBERGLASS INSULATION ON PRESSURE REDUCING VALVE STATIONS.
PROVIDE REMOVABLE, REPLACEABLE INSULATION COVERS FOR PRESSURE REDUCING VALVES,
ISOLATION VALVES BEFORE AND AFTER PRV, AND BYPASS VALVES.

PROVIDE 1-—1/2" THICK FIBERGLASS INSULATION ON ALL PIPE AND FITTINGS UPSTREAM OF
STEAM TRAPS. THIS INCLUDES ISOLATION VALVES, STRAINERS, CHECK VALVES. DO NOT
INSULATE UNIONS OR STEAM TRAPS.

CUT OUT SECTION OF 4" FLASH TANK VENT AND PROVIDE VENT CONDENSER HEAT
EXCHANGER PIPE PER DETAIL.

CONNECT NEW 4" SHHWR & S INTO EXISTING 4” HHWR UPSTREAM OF THE HEAT
EXCHANGER. PROVIDE FULLSIZE BALANCE VALVE WITH MEMORY STOP BETWEEN CONNECTION
TEES.
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